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R 12, R 22, R 134a, R 404A, R 502, Suva blends, Klea blends et al.
PB / MWP = 35 bar / 500 psig
ptest max. = 45 bar / 650 psig

Note! Max. working pressure (PB / MWP) shall not be less than the pressure outlined in
sect. 8.2 of ANSI / ASHRAE 15 for the refrigerant used in the system.
After charging, the system shall be marked with the refrigerant and oil used.

02
3R

95
09

INSTRUCTIONS

Dual directional drier DD
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